Work Order Bid (ID) ;ﬁz

CAC Housing Energy Services ‘ié‘;

\—

g ——
CAC Housing &
Energy Services

WORK ORDER INFORMATION
Work Order Name: WOQ/80008KN1808/1
Work Order Type: Weatherization
Audit Name: 80008KN1808-Audit

CLIENT INFORMATION

Client ID: 80008KN1808

AGENCY INFORMATION
Agency: Knoxville- Knox County Community Action Agency Agency Phone: (865) 244-3080
Address: (PO Box 51650) 2247 Western Avenue Fax: (865) 544-1647
Knoxville, TN 37950-1650 Email Address:

Company Name & License Number:

Contractor’'s Signature:

COMMENT

Mobile Home

Contractor to follow 2006 International Residential Code as adopted by the City of Knoxville or Knox County as
applicable.

Client ID: 80008KN1808 “ Work Order Bid (D) i DOE Weatherization Assistant
WO/B0008KN1808/1 Version 8.6.0
Report Run On: 9/23/2011 Page 1 of 17




Measures

# Material / Labor

1

1 Construction Mate

Measure 1 Mobile Home Belly Repair( 350 SF) Components Inspected

Comment Repair belly with a durable product such as Tyvek. Secure with machanical I:I
fasteners. Tape not allowed as a fastener. NO staples allowed.

Refer to Attachment A-Standards for Weatherization Materials and Southeast
Field Guide.

Labor

_ Estimated Actual
Description / Comment Units Qty  Unit Cost Total Qty” UnitCost  Toftal
Labor Seft 30 | | ]
Mobile Home Belly SqFt 350 | | i I ][ _____ ‘}
Repair
Refer to Attachment A-

Standards for
Weatherization Materials
and Southeast Field

Guide.
Other Detail _ )
| | | R | .
| | Il 1
Measure Sub Total; ] Sub Total: |
Fleid Notes: B
' Gfient ID: 80008KN1808 Work Order Bid (ID) DOE Weatherization Assistant
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Measure 2 General Air Sealing Components Inspected

Comment Reduce air infiltration with 3 air seals. Each air seal is equal to 100 cfms. It is l:l
the responsibility of the contractor to find the air leaks. This is best performed
with a Blower Door. Contractor must meet or exceed the targeted #. A house
must not be brought below 1500 cfm @ 50 pascals. No CHANGE ORDER for
air seals below the targeted #.
"A" Ring, Front Door, Pre 2345 CFM @ 50 pascals. Target is 2045 CFM @ 50
PA

weatherstrip d1

Remove old weatherstripping before installing new weatherstripping.
Weatherstrips must be one solid

piece. Refer to Appendix A- Standards for Weatherization Materials and
Southeast Field Guide.

Mastic 8 supply boots

Liquid white Mastic to be applied to entire inside of boot to seal all seams. Top
of boot where it meets ceiling, wall

or subfloor to be caulked or foamed. Boots to be insulated on outside of boot
to R-8. This is '

best performed with 2-part close cell foam. No changes allowed. Refer to
Appendix A- Standards for

Weatherization Materials and Tennessee Weatherization Field Guide.
NOTE:When post audit is performed, all boots must be below 1 pascal with
none over 3 pascals and not

more than 3 boots over 1 pascal but less than 3 pascals.

Living RoomSupply4.5

Living RoomSupply4.1

Bdrm1Supply3.1

Bdrm2Supply2.6
Bdrm3Supply4.3
Bath1Supply2.1
Bath2Supply3
KitchenSupply3.7
Estimated Actual
# Material/ Labor Description / Comment Units  Qty  Unit Cost Total Qty UnitCost Total
1 Insulation mastic supply boot Each (I ” J 1 H I |
1 Miscellaneous Su labor Each 1 | ” ] | | | |
2 Doors waetherstrip Each 1] Ir | ! || I |
Client ID: 80008KN1808 R Work Order Bid (ID) DOE Weatherization Assistant
WO/80008KN 180811 Version 8.6.0
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2 Labor labor Each 1 | “ H J| WI |

| S s [ | A
I I | | D [ R ?
Measqra Sub Total: |7_—] “ Sub Tofal: \; ______ —j

Other Detail

Field Notes:
Measure 3 Lighting [Kitche][2] Components L4 Inspected
Comment I:I
Lighting

Replace incandescent light bulb with compact fluorescent bulb equal to the
incandescent. Inform customers about proper recycling of fluorescent bulbs by
stores, municipal waste departments, or other recycling organizations. Refer to
Appendix A- Standards for Weatherization Materials and Tennessee
Weatherization Field Guide.

_ Estimated .  Actual
# Material / Labor Description / Comment Units  Qfy  Unit Cost Total Qiy UnitCost Total
T Lighting Compact FI. -13 Watt Each 2 r - jl h H lr ' “ - l
2 Labor Compact Fl. -13 Watt Each 2 r H ' 1 I ” " “ ------- }

Other Detail

I A U S I N
L N I I N [ I [

Measure Sub Total: { _4] Sub Total: [ _________ _J
Field Notes: | |
I
i
Client ID: 80008KN1808 Work Order Bid (ID) ‘ DOE Weatherization Assistant
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Measure 4 Lighting [Bathro][1] Components L1 Inspected

Comment ‘:I

Lighting

Replace incandescent light bulb with compact fluorescent bulb equal to the
incandescent. Inform customers about proper recycling of fluorescent bulbs by
stores, municipal waste departments, or other recycling organizations. Refer to
Appendix A- Standards for Weatherization Materials and Tennessee
Weatherization Field Guide.

______ Estimated A_ctual
# Material / Labor Description / Comment Units Qty  Unit Cost Total Qty UnitCost Total
1 Lighting Compact Fl. -13 Watt Each 1 | T Bl )
2 Labor Compact Fl. -13 Watt Each 1 ] ” - I | H H |
Other Detall _ s . e
] I B o T Il L
1_ [ [ | s /A I
Measure Sub Total; li Sub Total: ‘;_l
o o —
 Client ID: 80008KN1808 Work Order Bid (ID) DOE Weatherization Assistant
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Measure 5 Lighting [Living][3] Components L5 Inspected

Comment l:l

Lighting

Replace incandescent light bulb with compact fiuorescent bulb equal to the
incandescent. Inform customers about proper recycling of fluorescent bulbs by
stores, municipal waste departments, or other recycling organizations. Refer to
Appendix A- Standards for Weatherization Materials and Tennessee
Weatherization Field Guide.

- Estimated ~Actual _
# Material / Labor Description / Comment Units  Qty  Unit Cost Total Qty Unit Cost Total
1 Lighting Compact FI. -13 Watt Each 3 | B I J| ]
2 Labor Compact FI. -13 Watt Each 3 L Jf j [ H | H |
Other Detail e _ ) e
i [ [ A
it [ [ I
Measure Sub Total: | ' Sub Total: Lij
Field Notes: ” |
Client ID: 80008KN1808 | © Work Order Bid (ID) DOE Weatherization Assistant
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Measure 6 Lighting [Bedroo][2] Components L7 Inspected
Comment D

Lighting

Repilace incandescent light bulb with compact fluorescent bulb equal to the
incandescent. Inform customers about proper recycling of fluorescent bulbs by
stores, municipal waste departments, or other recycling organizations. Refer to
Appendix A- Standards for Weatherization Materials and Tennessee

Weatherization Field Guide.

Estimated  Actwal
¥ Material / Labor Description / Comment Units  Qty  Unit Cost Total Qty UnitCost Total
1 Lighting Compact Fl. -13 Watt Each 2 | | I | |
2 Labor Compact Fl. -13 Watt Each 2 | I I | |
Qther Detail

. I N el s T
I B O S | N | | O | I |

Measure Sub Total: | - Sub Total:

e Notes

Client ID: 80008KN1808 Work Order Bid (ID) DOE Weatherization Assistant
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Measure 7 Lighting [Utilit][1]

Comment
Lighting
Replace incandescent light bulb with compact fluorescent bulb equatl to the
incandescent. Inform customers about proper recycling of fluorescent bulbs by
stores, municipal waste departments, or other recycling organizations. Refer to
Appendix A- Standards for Weatherization Materials and Tennessee
Weatherization Field Guide.

Components L3

Inspected

[ ]

77777 _ E_stimated Actual -
# Material/ Labor Description / Comment Units  Qty  Unit Cost Total Qty UnitCost Total
1 Lighting Compact Fl. -13 Watt Each 1 | | I | |
2 Llabor Compact Fl. -13 Watt Each 1 ri ” h ] | || H |
[ [ o [
L | || | L]
Measure Sub Total: {:J Sub Total:
Fleld Notes: a

Work Order BId (ID)
WO/80008KN1808/1
Report Run On; 9/23/2011
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Measure 8 Lighting [Bathro][1]

Comment
Lighting

Components L6

Inspected

]

Replace incandescent light bulb with compact fluorescent bulb equal to the

incandescent. Inform customers about proper recycling of fluorescent bulbs by
stores, municipal waste departments, or other recycling organizations. Refer to
Appendix A- Standards for Weatherization Materials and Tennessee

Weatherization Field Guide.

Estimated Actual

# Material / Labor Description / Coniment Units  Qty  Unit Cost Total Qty UnitCost Total
1 Lighting Compact Fl. -13 Watt Each 1 | . H ' | H . ” }
2 Labor Compact FI. -13 Watt Each U || I

Other Detall L e

u DI
| I [ | . | l
Measure Sub Total: L_77 Sub Total; \:l

Fiold Notes: —

Client ID: 80008KN1808

Work Order Bid (1D}
WO/80008KN1808/1
Report Run On: 9/23/2011

DOE Weatherization Assistant
Version 8.6.0
Page 9 of 17




Measure 9 Lighting [Bedroo][1] Components L8

Comment
Lighting
Replace incandescent light bulb with compact fluorescent bulb equal to the
incandescent. Inform customers about proper recycling of fluorescent buibs by
stores, municipal waste departments, or other recycling organizations. Refer to
Appendix A- Standards for Weatherization Materials and Tennessee
Weatherization Field Guide.

Inspected

]

Estimated Actual
# Material / Labor Description / Comment Units  Qty  Unit Cost Total Qty UnitCost Total
t Lighting CompactFl.-13Watt  Eech 1 [ J — J[ |
2 Labor CompactFl.-13Watt  Each 1 | | || [ L
|| 5 | [ I —
l. | || [ I 1. | l
Measure Sub Total: -
Field }V.o.tes: a

Sub Total: |:

o OrderB :d (fD) e
WO/B0008KN1808/1
Report Run On: 9/23/2011
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Measure 10 Lighting [Bedroo}[2] Components .2 Inspected

Comment [:]

Lighting

Replace incandescent light bulb with compact fluorescent bulb equal to the
incandescent. Inform customers about proper recycling of fluorescent bulbs by
stores, municipal waste departments, or other recycling organizations. Refer to
Appendix A- Standards for Weatherization Materials and Tennessee
Weatherization Field Guide.

Estimated Actual
# Material / Labor Daescription / Comment Units Qty  Unit Cost Total Qty UnitCost Total
' Hontn CompactFl.-tsWatt € 2 [ [ J[_ | |
2 Labor Compact Fl. -13 Watt Each 2 [ I I [ |
Other Detail

n [ I i o
| H oo e
Measure Sub Total: |;7J Sub Total: I:}

Flold Notes: e e J

Client ID: 80008KN1808

Work Order Bid (ID)
WO/80008KN1808/1
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Measure 11 Replace Heating [Electric] Components Inspected

Comment |:|

Includes labor cost. Must be installed by a licensed mechanical contractor.
Must perform an ACCA Manual J and submit with invoice. Must be equal to
Amana or Goodman 13 Seer Split Heat Pump, 10KW emergency heat. Size is
approximately 2 ton. Final size will be determined by the Director of Housing.
If size on ACCA Manual J is different from this write up, contact CAC before
install for approval.

Install thermostat. Must educate client on operation of thermostat.

Contractor to provide warranty information to client at inspection.

... [FEstimated Actual
# Material / Labor Description / Comment Units  Qty  Unit Cost Total Qty UnitCost Total
1 Heating Equipmen Replacement Heat Each 1 r || | l H H ]
Pump Split System _—
2 Labor labor Each 1 t “ H H S H "
Other Detail

B L I |
[ | | 1 | | | |
Measure Sub Total: | | Sub Tétél: N

Field Notes:

Client ID: 80008KN1808 Work Order Bid (ID) DOE Weatherization Assistant
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Measure 12 DWH Pipe Insulation Components Inspected

Comment Water Heater I_.—_l
Includes labor cost. Insulate the first 6 feet of hot and cold water pipe from
water heater. Use pipe wrap with a
R-value of at least 2. Cover elbows , unions, and other fittings to the same
thickness as pipe. All corners must be
Cut properly. Keep pipe insulation 6 inches away from single wall vent pipe
and 1 inch away from Type B vent.

Interior diameter of pipe sleeve must match exterior diameter of pipe. Fasten
with zip ties, tape, or other

approved method. Refer to Appendix A- Standards for Weatherization
Materials and Tennessee Weatherization

Field Guide.
Esﬂmated __________ Actual
# Materlal / Labor Description / Comment Units  Qty  Unit Cost Total Qty UnitCost Tofal

1 [nsulation DWH Pipe Insulation Each () | X | -
2 Labor DWH Pipe Insulation Each (O | i I B )
| [ I | | S I N B S
- ll [ B

Measure Sub Total: | _ Sub Total:
Field Notes: o I
Client ID: 80008KN1808 Work Order Bid (ID) DOE Weatherization Assistant
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Measure 13 DWH Tank Insulation Components Inspected
Comment D
Water heaters should be re-insulated to at least R-10 with an external
insulation blanket unless water
heater label gives specific instructions not to insulate or the water heater is
already insulated. Keep insulation at
least 2 inches away from gas valve and burner access panel. Don't install
insulation below the burner access
panel .Flammable Vapor ignition Resistant models have combustion intake
vents that must be left open. Follow
the manufacturer’s instructions when installing insulation blankets on (FVIR)
water heaters so to not damage unit.
Don't cover the pressure relief valve and discharge pipe with insulation. Don't
insulate the tops of gas fired water
heaters to avoid obstructing drat diverter. Mark the blanket to locate the
thermostat and heating element access
plates or cut the blanket at these locations. When you cut the blanket , cut the
bottom and the sides but not the
top. This creates a flap that remains closed in place. Don’t cover the pressure
relief valve and discharge line. Cover
the top of the water heater with insulation if it doesn’t obstruct the pressure
relief valve. Install three zip tie straps
1st 6" from the top 2nd in the Middle, 3rd- 8" from Bottom).
Estimated Actual
# Materlal / Labor Description / Comment Units  Qty  Unit Cost Total Qty UnitCost  Total
1 Insulation DWH Tank Insulation Each 1 | - || P i H i| [
2 Labor DWH Tank Insulation Each 1 | ” J | H H ,
LtherDeta” S .
Measure Sub Total: [” 7777777 ] Sub Total: r”ﬁj
Field Notes:
Client ID: 80008KN1808 Work Order Bid (ID) " DOE Weatherization Assistant
WO/S0008KN1808/1 Version 8.6.0
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Measure 14 Tune Cooling System

Comment DO NOT BID MEASURE
DO NOT BID MEASURE
DO NOT BID MEASURE
DO NOT BID MEASURE

# Materlal / Labor

1 Cooling Equipmen Cooling system tune up

2 Labor

Other Detall

Description / Comment

Cooling system tune up

N B I | |
)

Components ln[%ed
Estimated Actual
Units  Qty  Unit Cost Total Qty UnitCost Total
Bach 1| | [ | N A
Each 1| (I I

3 —

i

Measure Sub Total:

N I

SubTotal: | |

”Field Notes:

Client ID: 80008KN1808

Work Order Bid (ID)
WO/80008KN1808/1
Report Run On: 9/23/2011
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Measure 16 Refrigerator Replacement
Comment Refrigerator

Components

Kenmore or equivalent (must submit equivalent to Housing Director for

approval). Deliver and install new refrigerator, ensure refrigerator is leveled,
and handles are on the appropriate side. Provide client education on the

Inspected

L]

settings of the refrigerator and set the temperature controls appropriately. |
Contractor to remove all packaging materials and old refrigerator from

premises. Refrigerant charge must be removed and reclaimed by a certified
technician before refrigerator goes to certified landfill. Must provide written
documentation from the certified technician with technician certification license
number and landfill disposal certification. Refer to Appendix A- Standards for
Weatherization Materials and Tennessee Weatherization Field Guide.. Refer

to the Clean Air Act USC Title 42, Section 7671g. Must be Energy Star.

Estimated Actual
# Material / Labor Description / Comment Units 7 Qty Unit Cost Total Qty  Unit Cost Tdtal
1 Refrigerators Refrigerator Each 1 | ' H H H || |
Replacement 18 cubic ft.

1 Labor Installation Labor Each | I I I
Other Detall !
| |l I B R I |
J | I | | [

Measure Sub Total: | SubTotal: |

ol Nt . e

Client ID; 80008KN1808

Work Order Bid (ID)
WO/B0008KN1808/1
Report Run On: 9/23/2011

DOE Weatherization Assistant

!
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Version 8.6.0
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Measure 16 Fix Improper Venting (Clothes Dryer) Components Inspacted

Comment Dryer Vents installed with damper. Metal pipe installed without any fasteners l:l
protruding through pipe.
Must be vented to outside of home. No changes allowed. Refer to
Attachment A- Standards for Weatherization Materials and Tennessee
Weatherization Field Guide.

o Estimated - Actual
# Material/ Labor Description / Comment Units  Qty  Unit Cost Total Qty Unit Cost Total
1 Health and Safety Dryer Vent w/ Metal Each 1 .
and Safety Dryer ventu! Metal I |
2 Labor Labor Bach 1 | I
Other Detall _ . A
| J [ I I
| o LI | I | . I
Measure Sub Total: | subTotals | |
Field Notes: - ' l
Work Order G.r;r;d Total: - Grand Total __
Client ID: 80008KN1808 o Wark Order Bid (ID) DOE Weatherization Assistant
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